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NOTES:
N.E. | 1. ALTERNATE TO THE ABOVE:
COR. FASTEN M.J. VALVE DIRECTLY
TO A M.J. ANCHOR TEE
(ALSO CALLED SWIVEL TEE.)
® 2. NO HORIZONTAL OR VERTICAL
BENDS ARE ALLOWED IN FIRE
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